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Adding guide rails to the distribution box

Overview

DIN Rail Enclosure Installation Guide | Polycase In this guide, we'll cover the different
DIN rail enclosure options we offer at Polycase, as well as infor.

Key Takeaways

Guide rails in a distribution box are installed by determining the correct positions,
securing floating nuts, and aligning the rails with the mounting bars to ensure stable
and safe device installation.Step 1: Determine Guide Rail Positions

Before installation, identify the positions of the guide rails based on your distribution
box configuration. Use the spacing between adjacent square holes as a reference for
calculating the device installation space. The boundary between two units (Us) is
typically indicated by the smaller spacing between holes, which helps ensure proper
alignment for devices like circuit breakers or server chassis .

Step 2: Prepare Floating Nuts

Floating nuts are used to secure the guide rails to the mounting bars. Determine the
exact positions for the floating nuts according to your installation plan. Insert the
lower end of each floating nut into the designated installation hole at the front of the
distribution box or cabinet. Then, hook the upper end onto the mounting bar to hold it
in place .

Step 3: Install the Guide Rails
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Once the floating nuts are in place, align the guide rails with the floating nuts. Secure
the rails using screws or fasteners provided with your distribution box. Ensure that
the rails are level and firmly attached to prevent any movement when devices are
mounted. Double-check that the spacing matches the intended device height and
depth requirements .

Step 4: Verify Alignment and Clearance

After securing the guide rails, verify that the rails are properly aligned and that there
is sufficient clearance for devices. For server chassis or modular components, ensure
that the cabinet depth and rail spacing accommodate the equipment without
obstruction. This step is crucial for smooth installation and future maintenance .

Step 5: Final Checks

Before mounting devices, perform a visual inspection to confirm that all floating nuts
and screws are tight and that the rails are stable. Ensure that the distribution box is
properly grounded and that wiring paths are clear to avoid interference with the
guide rails . By following these steps, you can safely and efficiently install guide rails
in a distribution box, ensuring proper support for all mounted devices and compliance
with electrical safety standards.

Article Content
Complete Guide For Distribution Boxes Types

The correct choice and installation of distribution boxes are crucial for electrical
safety, efficiency, and reliability. This guide provides

Related Video Reference

This video was associated with the source search result. Verify technical details
against current product documentation and project requirements.
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Contact Us

Continue your research online:

Website: https://alfa-pro.co.za
Technical inquiry: https://alfa-pro.co.za/contact.html

This document is for preliminary research. Verify specifications against current
standards, product documentation and project requirements.
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